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Tongan District, Xiamen 361100
China

PV Array Frame Engineering Certification

Installation of   Hopergy Single Tripod Roof Mount Solar System with HOP-SLR0  3   Rails 
(Base rail perpendicular to Support Structure)

Gamcorp (Melbourne) Pty Ltd, being Structural Engineers within the meaning of Australian and
New Zealand Building Regulations, have carried out a structural design check of Hopergy 
Single Tripod Roof Mount Solar System installation within Australia and New Zealand. The 
design check has been based on the information in the schematic drawings of the system 
components and new drawings of tripod frame V2.0 provided by Hopergy Australia (IMSOLAR).

We find the Installation of Hopergy Single Tripod Roof Mount Solar System for Australian and 
New Zealand use to be structurally sufficient based on the following conditions:

• Wind loads to AS/NZ1170.2:2011 Admt 3-2013
• Wind region A, B, C, D, W
• Wind terrain category 2 & 3
• Wind average recurrence interval of 500 years
• Maximum building height 20m
• The PV panel dimensions to be 1640mm x 992mm and 2000mm x 1000mm
• Maximum weight of the PV panel and array frame to be 15 kg/m2

• Rails to be HOP-SLR03
• Rails material to be aluminium graded AL6005-T5 or higher
• The assessment of the rail is based on a deflection limit of 20mm specified by Hopergy 

Australia (IMSOLAR) as per the test report provided
• The roof interface to be Hopergy Single Tripod V2.0
• The assessment is based on an assumption that the tripod frame meet the industrial 

standard requirements
• This certification is applicable only when using 2 rails in all circumstances
• Rails and top beam must intersect within 30mm from the top beam supports
• Installation of PV array to be done in accordance with the PV installation manual
• The certification excludes assessment of roof structure and PV panels

Refer to attached summary table for interface spacing

NOTES:
• The recommended spacing nominated in this certification is based on the 

capacity of the array frame, not the roof structure and PV panel. It is the 
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responsibility of the installer to adopt the most critical spacing.

• This certification is only applicable when the A-frame base rail is installed 
perpendicular to the support structure.

• If any of the above conditions cannot be met, the structural engineer must be 
notified immediately.

Construction is to be carried out strictly in accordance with the manufacturers instructions. 
This work was designed in accordance with the provisions of Australian and New Zealand 
Building Regulations and in accordance with sound, widely accepted engineering principles.

Yours faithfully,
Gamcorp (Melbourne) Pty Ltd

Martin Gamble   Mudi Ariyarathna 
Managing Director   B.Eng(Civil)(Hons)Monash, M.Eng&Mgt, MIEAust,  
MAICD   CPEng,   NPER, RBP EC-39699, RPEQ- 15899 
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with HOP-SLR03 Rails

For: Xiamen Hopergy Photovoltaic
Technology Co. Ltd.

Job Number: 2242
Date: 13 September 2016

Structural Design Documentation

Single Panel A-frame Solar Racking System Spacing Table

According to AS 1170.2-2011 Amdt 3-2013

within Australia & New Zealand
Terrain Category 2 & 3

Base Rail perpendicular to Support Structure
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Client Name

Job No:
Client:
Project:

Address:

Australian Standards
AS/NZS 1170. 2011 – Structural Design Actions  

Part 0 – General Principles
Part 1 – Permanent imposed and other actions
Part 2 – Wind Actions
Part 3 – Snow and Ice Actions

AS/NZS 1252 – High Strength Structural Bolting
AS 4055 – Wind Loads for Housing
AS 4100 – Steel Structures
AS/NZS 4600 – Cold-Formed Steel Structures

WTC 2 & 3

Designed: K.Z

Date: Sep-16

2242
Xiamen Hopergy Photovoltaic Technology Co. Ltd.
Single Panel A-frame Solar Racking System Spacing Table

within Australia & New Zealand

Wind Terrain Category:

Suite 4, 346 Ferntree Gully Road 
 Notting Hill VIC 3168 

Tel: 03 9543 2211 
Fax: 03 9543 4046 

melbourne@gamcorp.com.au 
www.gamcorp.com.au 

 
ISO 9001:2008 Registered Firm 

Certificate No: AU1222 



Client: Job:
Project: Date:
Address:
Designed: Checked: M.A

Single Panel A-frame Solar Racking System Spacing Table (Base Rail perpendicular to Support Structure)
Only apply the tables when using 2 rails and rail interfaces on top beam are within 30mm to the top beam supporting points
Type of Rail HOP-SLR03
Type of Interface HOP-AFK01-1400 Single Tripod Frame
Solar Panel Dimension 1.64m x 0.99m
Terrain category 2

Tilt Angle to Roof 15°-20°
Roof Angle (Φ) – ≤10°

Corner Edge Interm
ediate Internal Corner Edge Interm

ediate
Internal Corner Edge Interm

ediate
Internal Corner Edge Interm

ediate
Internal

A 618 943 1278 1985 509 774 1046 1615 460 699 944 1453 435 660 890 1367

B 380 577 777 1190 314 475 639 975 284 430 577 880 269 406 545 829

C 256 386 519 789 211 319 427 648 191 289 387 586 181 273 365 553

D 158 238 318 481 130 196 263 397 118 178 238 359 112 168 225 339

W 478 726 980 1510 394 597 805 1233 357 540 727 1112 337 510 686 1048

Tilt Angle to Roof 21°-25°
Roof Angle (Φ) – ≤10°

Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal

A 477 725 979 1509 393 596 804 1232 356 539 726 1111 336 509 685 1047

B 295 445 599 913 243 367 493 749 220 333 446 677 208 314 421 639

C 198 299 401 608 164 247 331 500 149 224 299 453 140 211 283 427

D 122 184 247 372 101 152 204 307 92 138 185 278 87 130 174 263

W 369 560 754 1154 305 461 620 946 276 417 561 854 261 394 529 805

Tilt Angle to Roof 26°-30°
Roof Angle (Φ) – ≤10°

Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal

A 389 589 794 1216 321 485 653 996 290 439 590 899 274 414 557 848

B 240 363 487 740 199 299 401 609 180 271 363 550 170 256 343 519

C 162 244 327 494 134 202 270 408 121 183 244 369 115 173 231 348

D 100 151 201 304 83 124 166 251 75 113 151 227 71 107 142 214

W 301 455 612 934 249 376 504 767 225 340 456 693 213 321 431 653

Wind
Region

Building Height – H (m)
H≤5 5<H≤10 10<H≤15 15<H≤20

Wind
Region

Building Height – H (m)
H≤5 5<H≤10 10<H≤15 15<H≤20

Wind
Region

Building Height – H (m)
H≤5 5<H≤10 10<H≤15 15<H≤20

within Australia & New Zealand

Xiamen Hopergy Photovoltaic Technology Co. Ltd. 2242
Single Panel A-frame Solar Racking System Spacing Table Sep-16
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Client: Job:
Project: Date:
Address:
Designed: Checked: M.A

Single Panel A-frame Solar Racking System Spacing Table (Base Rail perpendicular to Support Structure)
Only apply the tables when using 2 rails and rail interfaces on top beam are within 30mm to the top beam supporting points
Type of Rail HOP-SLR03
Type of Interface HOP-AFK01-1400 Single Tripod Frame
Solar Panel Dimension 2m x 1m
Terrain category 2

Tilt Angle to Roof 15°-20°
Roof Angle (Φ) – ≤10°

Corner Edge Interm
ediate Internal Corner Edge Interm

ediate
Internal Corner Edge Interm

ediate
Internal Corner Edge Interm

ediate
Internal

A 507 773 1048 1628 417 635 858 1324 378 573 774 1191 356 541 730 1121

B 312 473 637 976 257 389 524 799 233 352 474 721 220 333 447 680

C 210 317 425 647 173 261 350 532 157 237 317 481 148 224 299 454

D 129 195 261 395 107 161 215 325 97 146 195 295 92 138 184 278

W 392 595 804 1238 323 490 660 1011 292 443 596 912 276 418 562 859

Tilt Angle to Roof 21°-25°
Roof Angle (Φ) – ≤10°

Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal

A 391 595 803 1237 323 489 659 1010 292 442 595 911 276 417 562 858

B 242 365 491 748 200 301 404 614 181 273 366 555 171 258 345 524

C 163 245 329 498 134 202 271 410 122 183 246 371 115 173 232 351

D 100 151 202 305 83 125 167 252 75 113 151 228 71 107 143 216

W 303 459 618 946 250 378 508 775 226 342 460 700 214 323 434 660

Tilt Angle to Roof 26°-30°
Roof Angle (Φ) – ≤10°

Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal

A 319 483 651 997 263 398 535 817 238 360 484 737 225 340 456 695

B 197 298 399 607 163 246 329 499 148 222 298 451 139 210 281 426

C 133 200 268 405 110 165 221 334 100 150 200 302 94 141 189 286

D 82 123 165 249 68 102 136 206 62 93 124 186 58 87 117 176

W 247 373 502 766 204 308 413 629 185 279 374 568 175 263 353 536

within Australia & New Zealand

Xiamen Hopergy Photovoltaic Technology Co. Ltd. 2242
Single Panel A-frame Solar Racking System Spacing Table Sep-16

K.Z

Wind
Region

Building Height – H (m)
H≤5 5<H≤10 10<H≤15 15<H≤20

Wind
Region

Building Height – H (m)
H≤5 5<H≤10 10<H≤15 15<H≤20

Wind
Region

Building Height – H (m)
H≤5 5<H≤10 10<H≤15 15<H≤20
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General Notes

Note 1 Screws minimum embedment length into timber 35 mm

Note 2 Recommended screws

Note 3 Following components are satisfied to use according to AS1170.2011   

Note 4 Number of fasterners recommended per frame - single panel frame

B C D W
5 5 5 5
3 4 4 3
2 2 2 2
2 2 2 2
2 2 2 2
2 2 2 2
2 2 2 2

If 3 fasterners are required, 2 of the fasterners must be placed at the back end of the base support rail and the other
at the front end of the base rail. If the number of required screws exceed 3, they would need to be spaced evenly
at the base rail. Screws need to be minimum of 100mm apart.

Note 5 Refer Figure 5.3 of AS/NZS 1170.2:2011 for definition of roof zones.

Note 6 Terrain category 2 (TC2) refers to open terrain, including grassland, with well-scattered
obstructions having heights generally from 1.5 m to 5 m, with no more than two obstruction
per obstructions per hectare.

Metal Purlins/Battens Fasteners to use
0.55 mm – 1.5 mm M6-11 TPI RoofZips
1.9 mm M6-11 TPI RoofZips OR 14g-10 TPI Teks screws
2.4 mm and Above 14g-10 TPI Teks screws
Wood purlins and Rafter Fasteners to use
Pine and Hardwood (35mm embedment and
above) M6 (14g) with 10 TPI

Components Part Number
HOP-SLR03 Rail

Adjustable Tripod Frame HOP-AFK01-1400 HOP-AFK01-1400 Single Tripod Frame

2.4 and Above Purlin

5
3

HOP-SLR03 Rail HOP-SLR03

* Minimum 35mm Embedment for Timber

F7 Pine *
F17 Hardwood *

Description

0.55-0.74 Batten
0.75-1.4 Batten
1.5 Purlin
1.9 Purlin

2
2
2
2
2

Roof Frame Material A
Region
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Client: Job:
Project: Date:
Address:
Designed: Checked: M.A

Single Panel A-frame Solar Racking System Spacing Table (Base Rail perpendicular to Support Structure)
Only apply the tables when using 2 rails and rail interfaces on top beam are within 30mm to the top beam supporting points
Type of Rail HOP-SLR03
Type of Interface HOP-AFK01-1400 Single Tripod Frame
Solar Panel Dimension 1.64m x 0.99m
Terrain category 3

Tilt Angle to Roof 15°-20°
Roof Angle (Φ) – ≤10°

Corner Edge Interm
ediate Internal Corner Edge Interm

ediate
Internal Corner Edge Interm

ediate
Internal Corner Edge Interm

ediate
Internal

A 748 1145 1558 2125 748 1145 1558 2125 647 988 1341 2039 578 881 1193 1848

B 459 697 942 1449 459 697 942 1449 398 604 814 1247 356 539 726 1111

C 308 466 627 956 308 466 627 956 268 404 543 826 239 362 485 737

D 190 286 384 582 190 286 384 582 165 249 333 504 148 223 298 450

W 577 879 1191 1845 577 879 1191 1845 500 760 1027 1585 447 679 916 1408

Tilt Angle to Roof 21°-25°
Roof Angle (Φ) – ≤10°

Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal

A 577 878 1190 1843 577 878 1190 1843 499 759 1026 1583 447 678 915 1407

B 355 538 724 1108 355 538 724 1108 308 466 627 956 276 417 560 853

C 239 361 484 735 239 361 484 735 207 313 419 636 186 280 375 568

D 147 222 297 449 147 222 297 449 128 193 258 390 115 173 231 348

W 446 677 914 1405 446 677 914 1405 387 586 789 1210 346 524 705 1077

Tilt Angle to Roof 26°-30°
Roof Angle (Φ) – ≤10°

Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal

A 469 713 962 1482 469 713 962 1482 407 617 831 1275 364 551 742 1135

B 290 438 588 897 290 438 588 897 251 380 510 775 225 340 456 692

C 195 294 394 597 195 294 394 597 169 255 342 517 152 228 306 463

D 120 181 242 366 120 181 242 366 105 157 211 318 94 141 188 284

W 363 550 741 1134 363 550 741 1134 315 477 641 978 282 426 573 872

within Australia & New Zealand

Xiamen Hopergy Photovoltaic Technology Co. Ltd. 2242
Single Panel A-frame Solar Racking System Spacing Table Sep-16

K.Z

Wind
Region

Building Height – H (m)
H≤5 5<H≤10 10<H≤15 15<H≤20

Wind
Region

Building Height – H (m)
H≤5 5<H≤10 10<H≤15 15<H≤20

Wind
Region

Building Height – H (m)
H≤5 5<H≤10 10<H≤15 15<H≤20
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Client: Job:
Project: Date:
Address:
Designed: Checked: M.A

Single Panel A-frame Solar Racking System Spacing Table (Base Rail perpendicular to Support Structure)
Only apply the tables when using 2 rails and rail interfaces on top beam are within 30mm to the top beam supporting points
Type of Rail HOP-SLR03
Type of Interface HOP-AFK01-1400 Single Tripod Frame
Solar Panel Dimension 2m x 1m
Terrain category 3

Tilt Angle to Roof 15°-20°
Roof Angle (Φ) – ≤10°

Corner Edge Interm
ediate Internal Corner Edge Interm

ediate
Internal Corner Edge Interm

ediate
Internal Corner Edge Interm

ediate
Internal

A 613 939 1278 2000 613 939 1278 2000 531 810 1099 1710 474 722 978 1516

B 377 572 772 1188 377 572 772 1188 326 495 667 1023 292 442 595 911

C 253 382 514 784 253 382 514 784 219 331 445 677 196 296 398 605

D 156 235 315 477 156 235 315 477 135 204 273 413 121 182 244 369

W 473 721 977 1513 473 721 977 1513 410 623 842 1299 367 556 751 1155

Tilt Angle to Roof 21°-25°
Roof Angle (Φ) – ≤10°

Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal

A 473 720 976 1512 473 720 976 1512 410 623 842 1298 366 556 750 1153

B 291 441 594 908 291 441 594 908 253 382 514 784 226 342 459 699

C 196 296 397 603 196 296 397 603 170 257 344 522 152 230 308 466

D 121 182 244 368 121 182 244 368 105 158 212 319 94 142 189 286

W 366 555 749 1152 366 555 749 1152 317 480 647 992 284 429 578 883

Tilt Angle to Roof 26°-30°
Roof Angle (Φ) – ≤10°

Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal Corner Edge Interm
ediate

Internal

A 385 584 789 1215 385 584 789 1215 333 506 682 1046 298 452 608 931

B 238 359 483 735 238 359 483 735 206 311 418 636 185 279 374 567

C 160 241 323 490 160 241 323 490 139 209 280 424 124 187 251 379

D 99 149 199 300 99 149 199 300 86 129 173 260 77 116 155 233

W 298 451 607 930 298 451 607 930 258 391 526 802 231 349 470 715

Wind
Region

Building Height – H (m)
H≤5 5<H≤10 10<H≤15 15<H≤20

Wind
Region

Building Height – H (m)
H≤5 5<H≤10 10<H≤15 15<H≤20

Wind
Region

Building Height – H (m)
H≤5 5<H≤10 10<H≤15 15<H≤20

within Australia & New Zealand

Xiamen Hopergy Photovoltaic Technology Co. Ltd. 2242
Single Panel A-frame Solar Racking System Spacing Table Sep-16

K.Z
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General Notes

Note 1 Screws minimum embedment length into timber 35 mm

Note 2 Recommended screws

Note 3 Following components are satisfied to use according to AS1170.2011   

Note 4 Number of fasterners recommended per frame - single panel frame

B C D W
5 5 5 5
3 4 4 3
2 2 2 2
2 2 2 2
2 2 2 2
2 2 2 2
2 2 2 2

If 3 fasterners are required, 2 of the fasterners must be placed at the back end of the base support rail and the other
at the front end of the base rail. If the number of required screws exceed 3, they would need to be spaced evenly
at the base rail. Screws need to be minimum of 100mm apart.

Note 5 Refer Figure 5.3 of AS/NZS 1170.2:2011 for definition of roof zones.

Note 6

* Minimum 35mm Embedment for Timber

F7 Pine *
F17 Hardwood *

Description

0.55-0.74 Batten
0.75-1.4 Batten
1.5 Purlin
1.9 Purlin

2
2
2
2
2

Roof Frame Material A
Region

SLR03 Rail
Adjustable Tripod Frame AFK01-1400 AFK01-1400 Tripod Frame

2.4 and Above Purlin

5
3

SLR03 Rail SLR03

Fasteners to use
Pine and Hardwood (35mm embedment and
above) M6 (14g) with 10 TPI

Components Part Number

Terrain category 3(TC3) refers to numerous closely spaced obstructions having heights
generally from 3 m to 10 m. For example suburban housing or light industrial estates. Refer
clause 4.2.1 of AS/NZS 1170.2-2011 Amdt 2-2012 for definition of Terrain category 3.

Metal Purlins/Battens Fasteners to use
0.55 mm – 1.5 mm M6-11 TPI RoofZips
1.9 mm M6-11 TPI RoofZips OR 14g-10 TPI Teks screws
2.4 mm and Above 14g-10 TPI Teks screws
Wood purlins and Rafter
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